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= HOW TO CHANGE INTO MANUAL
| POWER ON IvHAUTO MODE |
N ® ®
/A _MANUAL MODE
= ey +
o CONTRL MODE
1. When power on, the PIR detector enters Into the
"WARM-UP" perlods forabout1 minute, then
— _ automatically change into AUTO MODE-
in ] 2. During AUTO MODE, by switching the ON/OFF
i ] maln switch for 2imes  within 3seconds  then
T ] ] switch on, the PIR detactor will automatically
T in] change Into MANUAL MODE from AUTO MODE.
N in| In MANUAL MODE, the Lamp(s) will remain ON ,
H = I In MANUAL MODE the PIR detector not affected
d o = by duration time and Lux control level.
i ,"’3 = 3. During MANUAL MODE or AUTO MODE, by
T i} switching off the ONJOFF maln  swiich over &
O I \} seconds and then on again, the PIR detector will
im ‘ i ] TH M Qéx reset to WARM-UP perlods.  Please note: the
) | e Ty T e SRR periods of "WARM-UP" maybe be shorter than 1
minute.
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